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Luminaire Schedule

Symbol Qty Label Total Lamp Lumens LLF Description Lum. Watts

3 EX10 1250 0.900 16-inch LED Fully Shielded RLM Sconce, 2700K 16

Calculation Summary

Label Units Avg Max Min Avg/Min Max/Min

Cabana Ground Fc 0.99 19.4 0.0 N.A. N.A.

Dorm Deck Fc 4.54 7.8 2.1 2.16 3.71

Dorm Ground Fc 0.37 1.2 0.0 N.A. N.A.

GM House Ground Fc 0.18 0.9 0.0 N.A. N.A.

GM Mess Deck Fc 4.70 7.6 2.2 2.14 3.45

Lodge Deck Fc 0.79 7.6 0.0 N.A. N.A.

Lodge Ground Fc 1.73 26.3 0.0 N.A. N.A.

Maintenance Ground Fc 1.19 8.4 0.0 N.A. N.A.

Mess Hall Deck Fc 4.61 9.4 1.8 2.56 5.22

Mess Hall Ground Fc 0.32 1.0 0.0 N.A. N.A.

Studio Deck Fc 3.68 9.2 0.8 4.60 11.50

Studio Ground Fc 0.37 0.8 0.1 3.70 8.00

Wellness Center Ground Fc 3.62 13.0 0.2 18.10 65.00

Wellness Tent Deck Fc 2.51 10.4 0.0 N.A. N.A.

Wellness Tent Departure Deck Fc 2.00 12.2 0.1 20.00 122.00

9 EX4 N.A. 0.900 LED Deck and Step Light, 2700K 1.2

8 EX3 N.A. 0.900 5-inch LED Fully Shielded Wall Sconce, 2700K 26.2

7 EX2 1250 0.900 12-inch LED Fully Shielded RLM Sconce, 2700K 16

4 EX1 N.A. 0.900 3-inch Square LED Recessed Downlight, 2700K 11.9

2 EX5 N.A. 0.900 9-inch LED Fully Shielded Wall Pack, 3000K 15.7

3 EX6 N.A. 0.900 4-inch LED Fully Shielded Wall Sconce, 3000K 8.4

2 EX7 1250 0.900 16-inch LED Fully Shielded RLM Sconce, 2700K 16

1 EX8 2505.4 0.900 Decorative Outdoor Chandelier 32.02

2 EX9 344 0.900 Decorative Outdoor Pendant 4.32

TYPE EX1

TYPE EX2

TYPE EX10

*ACTUAL FIXTURE FINISH NOT REPRESENTED IN IMAGE

*ACTUAL FIXTURE FINISH NOT REPRESENTED IN IMAGE
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Luminaire Schedule

Symbol Qty Label Total Lamp Lumens LLF Description Lum. Watts

3 EX10 1250 0.900 16-inch LED Fully Shielded RLM Sconce, 2700K 16

Calculation Summary

Label Units Avg Max Min Avg/Min Max/Min

Cabana Ground Fc 0.99 19.4 0.0 N.A. N.A.

Dorm Deck Fc 4.54 7.8 2.1 2.16 3.71

Dorm Ground Fc 0.37 1.2 0.0 N.A. N.A.

GM House Ground Fc 0.18 0.9 0.0 N.A. N.A.

GM Mess Deck Fc 4.70 7.6 2.2 2.14 3.45

Lodge Deck Fc 0.79 7.6 0.0 N.A. N.A.

Lodge Ground Fc 1.73 26.3 0.0 N.A. N.A.

Maintenance Ground Fc 1.19 8.4 0.0 N.A. N.A.

Mess Hall Deck Fc 4.61 9.4 1.8 2.56 5.22

Mess Hall Ground Fc 0.32 1.0 0.0 N.A. N.A.

Studio Deck Fc 3.68 9.2 0.8 4.60 11.50

Studio Ground Fc 0.37 0.8 0.1 3.70 8.00

Wellness Center Ground Fc 3.62 13.0 0.2 18.10 65.00

Wellness Tent Deck Fc 2.51 10.4 0.0 N.A. N.A.

Wellness Tent Departure Deck Fc 2.00 12.2 0.1 20.00 122.00

9 EX4 N.A. 0.900 LED Deck and Step Light, 2700K 1.2

8 EX3 N.A. 0.900 5-inch LED Fully Shielded Wall Sconce, 2700K 26.2

7 EX2 1250 0.900 12-inch LED Fully Shielded RLM Sconce, 2700K 16

4 EX1 N.A. 0.900 3-inch Square LED Recessed Downlight, 2700K 11.9

2 EX5 N.A. 0.900 9-inch LED Fully Shielded Wall Pack, 3000K 15.7

3 EX6 N.A. 0.900 4-inch LED Fully Shielded Wall Sconce, 3000K 8.4

2 EX7 1250 0.900 16-inch LED Fully Shielded RLM Sconce, 2700K 16

1 EX8 2505.4 0.900 Decorative Outdoor Chandelier 32.02

2 EX9 344 0.900 Decorative Outdoor Pendant 4.32
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[TYP. ROOF SYSTEM]
• VAPOR BARRIER
• 10 1/4" HORIZONTAL GIRTS
• BATT INSULATION W/ STRAPS
• 1 1/2"  METAL ROOFING
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[TYP. EXTERIOR WALL SYSTEM]
• 3/4" THICK AC PLYWOOD
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4" 

1'-0"
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STRUCTURE (TYP.)

[TYP. ROOF SYSTEM]
• VAPOR BARRIER
• 10 1/4" HORIZONTAL GIRTS
• BATT INSULATION W/ STRAPS
• 1 1/2"  METAL ROOFING

EXTERIOR 
WALL SCONCE, 

TYP.

[TYP. ROOF SYSTEM]
• VAPOR BARRIER
• 10 1/4" HORIZONTAL GIRTS
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• 1 1/2"  METAL ROOFING
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1/4" = 1'-0"

Luminaire Schedule

Symbol Qty Label Total Lamp Lumens LLF Description Lum. Watts

3 EX10 1250 0.900 16-inch LED Fully Shielded RLM Sconce, 2700K 16

Calculation Summary

Label Units Avg Max Min Avg/Min Max/Min

Cabana Ground Fc 0.99 19.4 0.0 N.A. N.A.

Dorm Deck Fc 4.54 7.8 2.1 2.16 3.71

Dorm Ground Fc 0.37 1.2 0.0 N.A. N.A.

GM House Ground Fc 0.18 0.9 0.0 N.A. N.A.

GM Mess Deck Fc 4.70 7.6 2.2 2.14 3.45

Lodge Deck Fc 0.79 7.6 0.0 N.A. N.A.

Lodge Ground Fc 1.73 26.3 0.0 N.A. N.A.

Maintenance Ground Fc 1.19 8.4 0.0 N.A. N.A.

Mess Hall Deck Fc 4.61 9.4 1.8 2.56 5.22

Mess Hall Ground Fc 0.32 1.0 0.0 N.A. N.A.

Studio Deck Fc 3.68 9.2 0.8 4.60 11.50

Studio Ground Fc 0.37 0.8 0.1 3.70 8.00

Wellness Center Ground Fc 3.62 13.0 0.2 18.10 65.00

Wellness Tent Deck Fc 2.51 10.4 0.0 N.A. N.A.

Wellness Tent Departure Deck Fc 2.00 12.2 0.1 20.00 122.00

9 EX4 N.A. 0.900 LED Deck and Step Light, 2700K 1.2

8 EX3 N.A. 0.900 5-inch LED Fully Shielded Wall Sconce, 2700K 26.2

7 EX2 1250 0.900 12-inch LED Fully Shielded RLM Sconce, 2700K 16

4 EX1 N.A. 0.900 3-inch Square LED Recessed Downlight, 2700K 11.9

2 EX5 N.A. 0.900 9-inch LED Fully Shielded Wall Pack, 3000K 15.7

3 EX6 N.A. 0.900 4-inch LED Fully Shielded Wall Sconce, 3000K 8.4

2 EX7 1250 0.900 16-inch LED Fully Shielded RLM Sconce, 2700K 16

1 EX8 2505.4 0.900 Decorative Outdoor Chandelier 32.02

2 EX9 344 0.900 Decorative Outdoor Pendant 4.32
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1/4" = 1'-0"

Luminaire Schedule

Symbol Qty Label Total Lamp Lumens LLF Description Lum. Watts

3 EX10 1250 0.900 16-inch LED Fully Shielded RLM Sconce, 2700K 16

Calculation Summary

Label Units Avg Max Min Avg/Min Max/Min

Cabana Ground Fc 0.99 19.4 0.0 N.A. N.A.

Dorm Deck Fc 4.54 7.8 2.1 2.16 3.71

Dorm Ground Fc 0.37 1.2 0.0 N.A. N.A.

GM House Ground Fc 0.18 0.9 0.0 N.A. N.A.

GM Mess Deck Fc 4.70 7.6 2.2 2.14 3.45

Lodge Deck Fc 0.79 7.6 0.0 N.A. N.A.

Lodge Ground Fc 1.73 26.3 0.0 N.A. N.A.

Maintenance Ground Fc 1.19 8.4 0.0 N.A. N.A.

Mess Hall Deck Fc 4.61 9.4 1.8 2.56 5.22

Mess Hall Ground Fc 0.32 1.0 0.0 N.A. N.A.

Studio Deck Fc 3.68 9.2 0.8 4.60 11.50

Studio Ground Fc 0.37 0.8 0.1 3.70 8.00

Wellness Center Ground Fc 3.62 13.0 0.2 18.10 65.00

Wellness Tent Deck Fc 2.51 10.4 0.0 N.A. N.A.

Wellness Tent Departure Deck Fc 2.00 12.2 0.1 20.00 122.00

9 EX4 N.A. 0.900 LED Deck and Step Light, 2700K 1.2

8 EX3 N.A. 0.900 5-inch LED Fully Shielded Wall Sconce, 2700K 26.2

7 EX2 1250 0.900 12-inch LED Fully Shielded RLM Sconce, 2700K 16

4 EX1 N.A. 0.900 3-inch Square LED Recessed Downlight, 2700K 11.9

2 EX5 N.A. 0.900 9-inch LED Fully Shielded Wall Pack, 3000K 15.7

3 EX6 N.A. 0.900 4-inch LED Fully Shielded Wall Sconce, 3000K 8.4

2 EX7 1250 0.900 16-inch LED Fully Shielded RLM Sconce, 2700K 16

1 EX8 2505.4 0.900 Decorative Outdoor Chandelier 32.02

2 EX9 344 0.900 Decorative Outdoor Pendant 4.32
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& SOLID GRANITE CAP
(COORDINATE PIER LOCATIONS

WITH TENT SUPPLIER)
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1/4" = 1'-0"

Luminaire Schedule

Symbol Qty Label Total Lamp Lumens LLF Description Lum. Watts

3 EX10 1250 0.900 16-inch LED Fully Shielded RLM Sconce, 2700K 16

Calculation Summary

Label Units Avg Max Min Avg/Min Max/Min

Cabana Ground Fc 0.99 19.4 0.0 N.A. N.A.

Dorm Deck Fc 4.54 7.8 2.1 2.16 3.71

Dorm Ground Fc 0.37 1.2 0.0 N.A. N.A.

GM House Ground Fc 0.18 0.9 0.0 N.A. N.A.

GM Mess Deck Fc 4.70 7.6 2.2 2.14 3.45

Lodge Deck Fc 0.79 7.6 0.0 N.A. N.A.

Lodge Ground Fc 1.73 26.3 0.0 N.A. N.A.

Maintenance Ground Fc 1.19 8.4 0.0 N.A. N.A.

Mess Hall Deck Fc 4.61 9.4 1.8 2.56 5.22

Mess Hall Ground Fc 0.32 1.0 0.0 N.A. N.A.

Studio Deck Fc 3.68 9.2 0.8 4.60 11.50

Studio Ground Fc 0.37 0.8 0.1 3.70 8.00

Wellness Center Ground Fc 3.62 13.0 0.2 18.10 65.00

Wellness Tent Deck Fc 2.51 10.4 0.0 N.A. N.A.

Wellness Tent Departure Deck Fc 2.00 12.2 0.1 20.00 122.00

9 EX4 N.A. 0.900 LED Deck and Step Light, 2700K 1.2

8 EX3 N.A. 0.900 5-inch LED Fully Shielded Wall Sconce, 2700K 26.2

7 EX2 1250 0.900 12-inch LED Fully Shielded RLM Sconce, 2700K 16

4 EX1 N.A. 0.900 3-inch Square LED Recessed Downlight, 2700K 11.9

2 EX5 N.A. 0.900 9-inch LED Fully Shielded Wall Pack, 3000K 15.7

3 EX6 N.A. 0.900 4-inch LED Fully Shielded Wall Sconce, 3000K 8.4

2 EX7 1250 0.900 16-inch LED Fully Shielded RLM Sconce, 2700K 16

1 EX8 2505.4 0.900 Decorative Outdoor Chandelier 32.02

2 EX9 344 0.900 Decorative Outdoor Pendant 4.32
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1/4" = 1'-0"

Luminaire Schedule

Symbol Qty Label Total Lamp Lumens LLF Description Lum. Watts

3 EX10 1250 0.900 16-inch LED Fully Shielded RLM Sconce, 2700K 16

Calculation Summary

Label Units Avg Max Min Avg/Min Max/Min

Cabana Ground Fc 0.99 19.4 0.0 N.A. N.A.

Dorm Deck Fc 4.54 7.8 2.1 2.16 3.71

Dorm Ground Fc 0.37 1.2 0.0 N.A. N.A.

GM House Ground Fc 0.18 0.9 0.0 N.A. N.A.

GM Mess Deck Fc 4.70 7.6 2.2 2.14 3.45

Lodge Deck Fc 0.79 7.6 0.0 N.A. N.A.

Lodge Ground Fc 1.73 26.3 0.0 N.A. N.A.

Maintenance Ground Fc 1.19 8.4 0.0 N.A. N.A.

Mess Hall Deck Fc 4.61 9.4 1.8 2.56 5.22

Mess Hall Ground Fc 0.32 1.0 0.0 N.A. N.A.

Studio Deck Fc 3.68 9.2 0.8 4.60 11.50

Studio Ground Fc 0.37 0.8 0.1 3.70 8.00

Wellness Center Ground Fc 3.62 13.0 0.2 18.10 65.00

Wellness Tent Deck Fc 2.51 10.4 0.0 N.A. N.A.

Wellness Tent Departure Deck Fc 2.00 12.2 0.1 20.00 122.00

9 EX4 N.A. 6.000 LED Deck and Step Light, 2700K 1.2

8 EX3 N.A. 0.900 5-inch LED Fully Shielded Wall Sconce, 2700K 26.2

7 EX2 1250 0.900 12-inch LED Fully Shielded RLM Sconce, 2700K 16

4 EX1 N.A. 0.900 3-inch Square LED Recessed Downlight, 2700K 11.9

2 EX5 N.A. 0.900 9-inch LED Fully Shielded Wall Pack, 3000K 15.7

3 EX6 N.A. 0.900 4-inch LED Fully Shielded Wall Sconce, 3000K 8.4

2 EX7 1250 0.900 16-inch LED Fully Shielded RLM Sconce, 2700K 16

1 EX8 2505.4 0.900 Decorative Outdoor Chandelier 32.02

2 EX9 344 2.000 Decorative Outdoor Pendant 4.32
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1/4" = 1'-0"

Luminaire Schedule

Symbol Qty Label Total Lamp Lumens LLF Description Lum. Watts

3 EX10 1250 0.900 16-inch LED Fully Shielded RLM Sconce, 2700K 16

Calculation Summary

Label Units Avg Max Min Avg/Min Max/Min

Cabana Ground Fc 0.99 19.4 0.0 N.A. N.A.

Dorm Deck Fc 4.54 7.8 2.1 2.16 3.71

Dorm Ground Fc 0.37 1.2 0.0 N.A. N.A.

GM House Ground Fc 0.18 0.9 0.0 N.A. N.A.

GM Mess Deck Fc 4.70 7.6 2.2 2.14 3.45

Lodge Deck Fc 0.79 7.6 0.0 N.A. N.A.

Lodge Ground Fc 1.73 26.3 0.0 N.A. N.A.

Maintenance Ground Fc 1.19 8.4 0.0 N.A. N.A.

Mess Hall Deck Fc 4.61 9.4 1.8 2.56 5.22

Mess Hall Ground Fc 0.32 1.0 0.0 N.A. N.A.

Studio Deck Fc 3.68 9.2 0.8 4.60 11.50

Studio Ground Fc 0.37 0.8 0.1 3.70 8.00

Wellness Center Ground Fc 3.62 13.0 0.2 18.10 65.00

Wellness Tent Deck Fc 2.51 10.4 0.0 N.A. N.A.

Wellness Tent Departure Deck Fc 2.00 12.2 0.1 20.00 122.00

9 EX4 N.A. 0.900 LED Deck and Step Light, 2700K 1.2

8 EX3 N.A. 0.900 5-inch LED Fully Shielded Wall Sconce, 2700K 26.2

7 EX2 1250 0.900 12-inch LED Fully Shielded RLM Sconce, 2700K 16

4 EX1 N.A. 0.900 3-inch Square LED Recessed Downlight, 2700K 11.9

2 EX5 N.A. 0.900 9-inch LED Fully Shielded Wall Pack, 3000K 15.7

3 EX6 N.A. 0.900 4-inch LED Fully Shielded Wall Sconce, 3000K 8.4

2 EX7 1250 0.900 16-inch LED Fully Shielded RLM Sconce, 2700K 16

1 EX8 2505.4 0.900 Decorative Outdoor Chandelier 32.02

2 EX9 344 0.900 Decorative Outdoor Pendant 4.32
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1/4" = 1'-0"

Luminaire Schedule

Symbol Qty Label Total Lamp Lumens LLF Description Lum. Watts

3 EX10 1250 0.900 16-inch LED Fully Shielded RLM Sconce, 2700K 16

Calculation Summary

Label Units Avg Max Min Avg/Min Max/Min

Cabana Ground Fc 0.99 19.4 0.0 N.A. N.A.

Dorm Deck Fc 4.54 7.8 2.1 2.16 3.71

Dorm Ground Fc 0.37 1.2 0.0 N.A. N.A.

GM House Ground Fc 0.18 0.9 0.0 N.A. N.A.

GM Mess Deck Fc 4.70 7.6 2.2 2.14 3.45

Lodge Deck Fc 0.79 7.6 0.0 N.A. N.A.

Lodge Ground Fc 1.73 26.3 0.0 N.A. N.A.

Maintenance Ground Fc 1.19 8.4 0.0 N.A. N.A.

Mess Hall Deck Fc 4.61 9.4 1.8 2.56 5.22

Mess Hall Ground Fc 0.32 1.0 0.0 N.A. N.A.

Studio Deck Fc 3.68 9.2 0.8 4.60 11.50

Studio Ground Fc 0.37 0.8 0.1 3.70 8.00

Wellness Center Ground Fc 3.62 13.0 0.2 18.10 65.00

Wellness Tent Deck Fc 2.51 10.4 0.0 N.A. N.A.

Wellness Tent Departure Deck Fc 2.00 12.2 0.1 20.00 122.00

9 EX4 N.A. 0.900 LED Deck and Step Light, 2700K 1.2

8 EX3 N.A. 0.900 5-inch LED Fully Shielded Wall Sconce, 2700K 26.2

7 EX2 1250 0.900 12-inch LED Fully Shielded RLM Sconce, 2700K 16

4 EX1 N.A. 0.900 3-inch Square LED Recessed Downlight, 2700K 11.9

2 EX5 N.A. 0.900 9-inch LED Fully Shielded Wall Pack, 3000K 15.7

3 EX6 N.A. 0.900 4-inch LED Fully Shielded Wall Sconce, 3000K 8.4

2 EX7 1250 0.900 16-inch LED Fully Shielded RLM Sconce, 2700K 16

1 EX8 2505.4 0.900 Decorative Outdoor Chandelier 32.02

2 EX9 344 0.900 Decorative Outdoor Pendant 4.32
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1/4" = 1'-0"

Luminaire Schedule

Symbol Qty Label Total Lamp Lumens LLF Description Lum. Watts

3 EX10 1250 0.900 16-inch LED Fully Shielded RLM Sconce, 2700K 16

Calculation Summary

Label Units Avg Max Min Avg/Min Max/Min

Cabana Ground Fc 0.99 19.4 0.0 N.A. N.A.

Dorm Deck Fc 4.54 7.8 2.1 2.16 3.71

Dorm Ground Fc 0.37 1.2 0.0 N.A. N.A.

GM House Ground Fc 0.18 0.9 0.0 N.A. N.A.

GM Mess Deck Fc 4.70 7.6 2.2 2.14 3.45

Lodge Deck Fc 0.79 7.6 0.0 N.A. N.A.

Lodge Ground Fc 1.73 26.3 0.0 N.A. N.A.

Maintenance Ground Fc 1.19 8.4 0.0 N.A. N.A.

Mess Hall Deck Fc 4.61 9.4 1.8 2.56 5.22

Mess Hall Ground Fc 0.32 1.0 0.0 N.A. N.A.

Studio Deck Fc 3.68 9.2 0.8 4.60 11.50

Studio Ground Fc 0.37 0.8 0.1 3.70 8.00

Wellness Center Ground Fc 3.62 13.0 0.2 18.10 65.00

Wellness Tent Deck Fc 2.51 10.4 0.0 N.A. N.A.

Wellness Tent Departure Deck Fc 2.00 12.2 0.1 20.00 122.00

9 EX4 N.A. 0.900 LED Deck and Step Light, 2700K 1.2

8 EX3 N.A. 0.900 5-inch LED Fully Shielded Wall Sconce, 2700K 26.2

7 EX2 1250 0.900 12-inch LED Fully Shielded RLM Sconce, 2700K 16

4 EX1 N.A. 0.900 3-inch Square LED Recessed Downlight, 2700K 11.9

2 EX5 N.A. 0.900 9-inch LED Fully Shielded Wall Pack, 3000K 15.7

3 EX6 N.A. 0.900 4-inch LED Fully Shielded Wall Sconce, 3000K 8.4

2 EX7 1250 0.900 16-inch LED Fully Shielded RLM Sconce, 2700K 16

1 EX8 2505.4 0.900 Decorative Outdoor Chandelier 32.02

2 EX9 344 0.900 Decorative Outdoor Pendant 4.32
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